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Subgrode) Bell Hole.

*Where Encasement has been approved for use by the County Engineer,
the Encasement shall be Class "C” Concrete, Item 905.

NOTES

Section applies to storm sewers using flexible sewer pipe.

Sections Symmetrical about ¢ .
Dimensions are expressed in inches.

Wm D Wn
* * * *
12 | 36 30 | 60
15 | 36 36 | 72
18 | 48 42 | 72
21 | 48 48 | 96
24 | 48 60 |108
27 | 60

*
Inches
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STANDARD CONSTRUCTION DRAWING

TYPE 1 BEDDING FOR
FLEXIBLE SEWER PIPE
127-60" DIA. ITEM 901
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